The construction sector accounts for a significant portion of the total final energy use and carbon emissions worldwide. Despite efforts to reduce energy consumption through energy efficiency improvements in buildings, the measures proposed by the construction sector are falling short. Among several causes which lead buildings to perform differently to what was defined in the design stage, commonly referred to as the 'energy performance gap', the occurrence of quality defects has been acknowledged. This paper aims to identify through an in-depth literature review, quality defects which undermine the thermal performance of buildings by comparing the studies' findings with regard to defect characteristics and attributes; major causes and influencing factors; and their impact on the energy performance of construction projects. This review also aims to highlight areas where more research is needed if the expected thermal performance of buildings is to be achieved. Understanding the generation process and effects of defects on the energy efficiency of buildings can support the implementation of appropriate quality management systems in construction projects and thus contribute to the achievement of the intended energy performance targets.
Introduction
Construction is the largest energy consuming sector in the world. Buildings account for over 40% of the total final energy consumption and an equally significant source of carbon emissions [1, 2] . Policymakers and scholars have realised that only with significant reductions in the energy demand of buildings, provided by increased energy efficiency, it will be possible to reduce carbon emissions [3, 4] .
The construction sector has made improvements towards increasing the energy efficiency of buildings by upgrading the thermal performance of the existing stock and building new low energy buildings [5, 6] . However, despite the efforts, recent studies indicate that the intended energy savings are falling short [5, 7, 8] .
According to research by the Carbon Trust [9] on 28 case studies in the United Kingdom, measured building energy consumption was up to five times higher than estimated at the design stage. Another study by Zero Carbon Hub [10] of 16 housing developments in the UK indicated that all the dwellings assessed presented a measured heat loss higher than predicted. This mismatch between the energy performance as predicted at design stage and as measured once the building is in operation is known as the energy performance gap [11] [12] [13] [14] .
The causes of the energy performance gap have been defined in the literature according to its root causes, such as design and construction processes, and operational issues [9, 11] . At the design stage, the issues are closely related to the miscommunication among clients, design teams and builders when defining the building energy performance aspirations and the required strategies for implementation stage. Another important contributor are the discrepancies between simulated and actual building occupants' behaviour due to the impossibility to fully predict the buildings' future use and occupants' behaviour. [10, 11, 12, 14] . At the construction stage, site management and workmanship have been acknowledged as possible causes of the gap. The buildings elements are often not in accordance with the design specification due to lack of information, skills or motivation. In addition, the occurrence of changing of orders by clients or material specifications by value engineering have the potential of compromising the performance attributes of the buildings components [2, 7, 8, 11, 15, 16] . Finally, during the operational stage, the occupant behaviour is often cited as the major contributor to the energy performance gap. Moreover, the building energy management system can be particularly complex and unfriendly to use, thus affecting the operational energy use of the building [3, 8, 9, 11] . Among this wide number of contributing factors to the energy performance gap [14] and related to the three stages of the building lifecycle, poor quality management and the occurrence of defects have been identified as important contributors [2, 8, 11, 15, 16] .
Whilst poor quality management and defects in construction projects are well-known problems [17, 18] and have been widely discussed in the literature, existing studies have mainly focused on the impact on projects' key performance indicators (e.g. time, cost, client satisfaction, etc.) [19] . To the authors' knowledge, there are few studies which identify and assess the impact of poor quality management and defects on the energy performance of buildings, in particular regarded to the thermal performance.
Within the context of energy and buildings, this paper provides a literature review of quality defects in the construction sector with the aim to identify those areas of knowledge that suggest the existence of a relationship between quality defects and poorer building thermal performance. The review combines the findings of previous studies to establish the defect characteristics and attributes; major causes and influencing factors; their impact on construction project performance, and finally, the effect on the thermal performance of buildings. The paper also highlights the areas where more research is needed if the intended thermal performance of buildings is to be achieved. It is hoped that this review will help researchers, construction associations and practitioners working on improving building energy performance or quality in construction by providing a detailed review of the most reported defects and their impact on construction projects.
Definition of quality defect in construction
In both academia and industry, different terms such as 'defect' (e.g. [20] [21] [22] ), 'snag' (e.g. [22, 23] ), 'fault' (e.g. [24] ) and 'failure' (e.g. [25] ) are used to describe imperfections on an element or an item that constitutes a building system. Although with a slight different meaning, the terms 'quality deviation' [25, 26] and 'non-conformance' [27] are also used.
Similarly, different definitions to describe the term defect exist. For example, Georgiou et al. [28] defines defect as a "shortcoming or falling short in the performance of a building element" or "a situation where one or more elements do not perform its/their intended functions". Watt [29] refers to defect as a "failing or shortcoming in the function, performance, statutory or user requirements of a building, and might manifest itself within the structure, fabric, services, or other facilities of the affected building".
Unfortunately, the lack of differentiation of these terms and definitions, and the interchangeable use between studies, have led to inaccurate identification of defects, quantification of the associated costs and definition of the most appropriate mitigation strategies [30] . For the purpose of this study, the term defect is defined based on Watt's definition [29] . However, it is worth mentioning that not all the studies included in this review defined the term defect in such an objective way.
Previous studies investigating quality defects in construction
This paper aims to provide a comprehensive state of the art on quality defects in construction. It provides an analysis of the literature in terms of previous research's findings related to the defects' characteristics and attributes; the major causes and influencing factors; and the consequences of defect occurrences on the project and building performance. Table 1 classifies the reviewed studies by the year when the study was published, the country where the study took place, the building type (domestic or non-domestic), stage of the project when the data was collected (construction, handover, or post-handover), the method used to collect the data (author, third party, contractor, or building occupant), and the sample size (both number of projects involved and buildings/dwellings studied).
The majority of previous studies (79%) focused on residential buildings. In Europe the studies explored domestic building projects located in Portugal [31] , Spain [20, 21, [32] [33] [34] [35] , Sweden [36, 37] , and UK [9-11, 13, 15, 18, 22, 23, 29, 38-56] . Internationally, the domestic building projects studied were located in Australia [24, 28, 30, [57] [58] [59] [60] [61] , China [62] , Malaysia [63] , Singapore [64] [65] [66] [67] , and United States (US) [68, 86] .
A smaller number of studies (37%) focused on non-domestic buildings. In Europe, the studies focused on commercial, educational, governmental and industrial buildings in Sweden [36, 37] ; and commercial, educational, governmental, health, industrial and infrastructure projects in the UK [8, 9, 15, 29, 39, 53, 55, 69] . At an international level, there are studies investigating quality in commercial, educational, governmental and industrial facilities in Australia [59] [60] [61] 70] ; commercial and infrastructure projects in Canada [71, 72] ; governmental buildings in China [62] ; infrastructure projects in Iran [73] ; educational buildings in Nigeria [74] ; commercial, health, industrial, infrastructure and governmental buildings in Singapore [64] [65] [66] [67] ; and commercial, governmental and industrial facilities in the US [26, 68, 75] . Noteworthy, 24% of the studies analysed in this paper studied both domestic and non-domestic buildings and in 8% of the studies the building type analysed was not mentioned. The concentration of studies undertaken in residential buildings might be due to the fact that the residential building stock in Europe, for instance, corresponds to 75% of the total building stock [76] . In addition, the reasons and impacts of quality issues in domestic building are more tangible and representative. The nonresidential building stock comprises a more complex and heterogeneous sector compared to the residential sector and thus researchers' key findings tend to be less replicable [15, 76, 77] .
Quality defects are identified and collected by different stakeholders and through different methods depending on the stages of the building project. For example, during the construction process, quality defects are usually collected by the main contractor by means of internal quality inspections at different checkpoints in the programme of works, incoming material inspections, and internal and/or external audits. Once the construction is complete, quality issues may be identified as a result of building performance surveys by specialized consultants (e.g. thermographic survey of the building fabric and airtightness test), by both the contractor and the project client at the pre-commissioning stage prior to the practical completion of the works (normally 2 weeks before handing over the building), and by the project client and warranty providers at the final commissioning and handover, when the building is deemed completed and ready for occupation. At post-handover, when the building is occupied and operational, defects are normally gathered through client, owner or building occupants' complaints during the defects liability period, normally 12 months after handover in which the contractor is responsible for any defect occurring in the building.
In 47% of the studies reviewed, data was collected during the construction phase; 22%, at handover, and 41%, at post-handover. Some studies, however, collected data in more than one stage (20%).
For instance, Chong and Low [67] analysed data from both construction and post-handover stages to understand the different causal factors of visible and latent defects.
In respect to the data collection methods used, in 61% of the reviewed studies data was collected by the academics/researchers; 22% by a third party (insurance companies, warranty providers or independent inspection companies); 14% by constructions companies (non-conformances records); and 11% by the occupants through warranty claim forms. It is noteworthy that in only 12% of the studies the authors relied on more than one source of data. In 8% of the studies analysed, the data collection method could not be identified. Several authors claim that there are structural differences in regard to the perceived quality between end-users and trained professionals; and between contractors' building surveyors and independent inspectors [22, 50, 52] . For example, Sommerville et al. [52] studied the quantity of defects recorded in the post-handover stage in 600 residential units in the UK. The study suggested that independent inspectors working on behalf of the customer are more effective and accurate in identifying defects than the contractor. The authors stated that "this is of great concern and shows either lack of knowledge, awareness, and inexperience on behalf of the identifier or a lack of care and a poor attitude towards quality on behalf of the contractor" and therefore it is important to bear in mind the data collection method when comparing studies.
The building cases sample size varies from study to study. When data is collected by the researchers, sample size is generally smaller, ranging from 1 to 420 cases (e.g. housings units), and the focus relies on an in-depth analysis of the subject of the research. For instance, Johnston et al. [42] collected data from 3 dwellings and assessed the thermal performance of the buildings' fabric in comparison to their previous predictions. Love and Edwards [59] analysed data from 2 developments, with a total of 44 dwellings, to understand the impact of defects on costs and schedule overruns.
Studies in which data is collected by third parties, construction companies' records and occupants' warranty claim forms provided bigger samples. Generally, these studies implemented a holistic approach towards defects' characteristics or causal factors to find replicable and representative findings. For example, Ilozor et al. [24] used data collected by an independent inspection company in 42,753 dwellings in order to establish the type of defects and the affected building elements providing an extensive overview of the housing sector in Victoria, Australia. [57] 2014 Australia X X X 41 Na et al. [86] 2013 US X X X 1 -Wanberg et al. [68] 2013 US X X X X X X 32 -Hoonakker et al. [87] 2010 US -----X -208 Burati et al. [26] 1992 US X X X 9 -Davis et al. [25] 1989 
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Quality defects in construction projects
Different approaches have been adopted in previous studies to identify and understand defect occurrences, their causes and related impacts on the construction industry. Whilst there are authors focusing on quality defects occurring on specific building elements [2, 31, 38, 43, 45, 46, 48, 49] , such as the insulation layer applied on a building's façade [2, 38] , others focus on the building as a whole [20, 21, 24, 28, 30, 32-37, 41, 44, 47, 51, 53, 54, 56, 58, 61, 63, 66, 67, 72] .
Regardless of the scope of the analysis, the majority of the studies reviewed rely on a defect classification method which allows a categorisation of the defects based on their attributes, causes or related impacts [29] . The definition of an effective classification system of quality defects has been acknowledged as being a challenging task, as it may vary depending on the needs and aims of each research analysis, as well as the project peculiarities in relation to specific local building culture and technology deployed; managerial practices; and weather conditions which might influence the generation of defects [21, 63] .
The following subsections provide a synthesis of the findings in the literature according to: (i) defect attributes; (ii) the defects' major causes and influencing factors; and (iii) the impacts of these defects on the project performance indicators as well as the building thermal performance.
Defect attributes
Previous studies analyse the defects by means of the following attributes: (i) defect type; (ii) affected building element; (iii) location in the building where the defect was manifested; and (iv) the trade or subcontractor involved in the defect occurrence. A synthesis of the quality defect attributes most commonly mentioned in the literature is provided in Table 2 , along with the list of studies which indicated these findings. flatness and levelness; misaligned; missing; stability/movement; surface appearance; water problems; tolerance errors and others. Using this classification system, the authors compared the defect types identified in the construction and post-handover stages of 3 projects (218 housing units) in Spain and concluded that whilst the most recurrent type of defect during the construction stage was inappropriate installation (with a frequency of 32%), at post-handover, the most observed type of defect was missing item or task, accounting for 55% of the occurrences. Similarly, Forcada et al. [33, 34] also concluded that the most frequent type of defect collected at post-handover was missing item or task, appearing in 37% of the cases in seven Spanish housing schemes.
Georgiou [58] classified the defects according to the categories: cracking; damp; drainage; external leaks; incomplete; internal leaks; miscellaneous; no defects; regulations; structure adequacy; water hammer; window sill gap and workmanship. The author analysed the quality defects observed during the construction and post-handover stages of 100 domestic building projects in Australia and concluded that workmanship and incomplete were the most frequent defects, accounting for 40% and 20% of the occurrences, respectively. Noteworthy, the definition of the term workmanship used by the author suggests the same defect nature as inappropriate installation or incorrect installation used by other authors [20, 21] , corroborating their findings.
Chong and Low [66] proposed a defect classification system focused on the main building elements, including: internal walls; external walls; floor; doors; windows; plumbing and sanitary defects; roofs; mechanical and electrical and ceilings. For each building element, different defect types were identified. The authors analysed data from 74 domestic and non-domestic buildings in Singapore and identified that one of the most recurrent defects was plaster crack on walls and partitions, accounting for 37% of the defects.
Similarly, Abdul-Rahman et al. [63] identified a vast list of defects, totalling 25 different anomalies, which the most frequent included: cracking in external walls; failure of the water supply system; dampness to concrete walls and leakage of pipes. The authors state that cracking in external walls is the major defect occurrence in 310 affordable housing units in Malaysia.
In line with the previous studies, Forcada et al. [32] found that surface appearance was the most recurrent defect, accounted for 64% of defects collected at handover in 2,179 Spanish housing units.
Others authors like Bordass et al. [53] , Bell et al. [51] and Wingfield et al. [47] focused on quality defects affecting building thermal performance and found out that the most common defects were related to gaps in the buildings' fabric and poor installation of insulation elements. Several types of defects were identified in the studies including: missing cavity closers; gaps in insulation at jambs and sills; inadequate sealing, no insulation behind cavity tray; discontinuity of insulation layer; gaps between floor and walls junctions, structural thermal bridging; services thermal bridging; punctured or missing vapour/air barrier; services penetration without sealing; malfunction in mechanical ventilation and MVHR devices.
Undoubtedly the number of defects in a project is one of the most important factors to measure quality in construction and it has been widely used as a key indicator by the building industry [22, 54] .
According to Georgiou et al. [28] who studied records from 1,772 houses in Australia, the number of defects per dwelling built by owner builders ranges from 0 to 21, with an average of 2.73 per house.
While dwellings built by registered builders presented a range from 0 to 16 defects per house, with a slightly lower average of 2.29. Also exploring a large sample of 1,697 houses in the UK, Sommerville and McCosh [50] found a range of defects per house between 1 and 389 occurrences. The average number of defects per house was 44 however the study identified a considerable variation of number of defects between dwellings. Pan and Thomas [41] compared defects from houses and flats and concluded that in houses the number of defects ranged from 0 to 47 per dwellings with an average of 10.6, whereas in flats the range of occurrences was between 0 and 20 and an average of 6.9. Using a similar approach, Forcada et al. [35] found that the averages of defects per detached house and per flat were 21 and 28.3.
The wide variation amongst the number of defects could be explained by differences in the building type, the construction method used, the management procedures undertaken, and the data collection methods used.
Quality defects are also analysed in the literature according to the building element affected. The majority of studies in the review [20, 32, 35, 54, 56, 63] suggest that walls, partitions and closure components (doors and windows) are the building elements where defects are more likely to occur.
Forcada et al. [35] stated that 43% of the defects studied were detected in partition and closure elements: 14% affecting internal walls, 15% found on doors and 14% on windows. Similarly, Forcada et al. [32] analysed a different dataset and found that internal walls accounted for 60% of the occurrences. Abdul-Rahman et al. [63] measured the frequency of defect occurrences on specific building elements and concluded that external walls had the highest manifestation of defects. Chong and Low [66, 67] found that defects are most likely to occur on floors, accounting for 17% of the affected elements. Differently, Mills [30] stated that roofs are the building element where more quality defects occurred (10%).
The location or area in the building where defects are observed is another attribute used to analyse, plan and improve quality assurance in building projects. Forcada et al. [34, 35] concluded that the top five areas affected in residential units in Spain are: rooms/bedrooms (21% -22%); bathrooms (17%); kitchens (15%); lounge (11%) and hall/corridor (7% -8%). Pan and Thomas [41] determined that most recurrent locations of defects manifestation in their study in the UK are: kitchens (15%), bathrooms (14%), external doors (10%) and building envelope (9%). Contrary to the previous studies where locations correspond mostly to internal areas, Forcada et al. [20] identified that general accounted for 54% of the locations involved in defect occurrences, followed by exterior areas (10%). According to the authors' definition, general is a category of location which is related to the building's envelope, including façade, roof and structure.
Although less frequently, some authors also analyse the defect occurrences based on the trades and subcontractors involved. According to Georgiou et al. [28] , the trade most involved in defects generation is plumbing, which appeared to be responsible for up to 26% of the occurrences. This was followed by carpentry (23%), brickwork (15%), plasterer (10%), finishes (10%), miscellaneous (8%), external works (6%) and electrical (2%). Other trades commonly identified in the literature are those responsible for partitions and enclosures (51%) [32] , structure (29%) [20] and door and windows closures (28%) [34] .
Major causes and influencing factors
According to Egan [77] , a 20% annual reduction in the number of defect occurrences at handover would be necessary to assure sustained improvement in buildings' quality. In order to fulfil this objective, it is vital not only to define, quantify and classify quality issues but to identify the root causes and influencing factors that lead to defects [70] [71] [72] .
Different approaches to analyse and classify the major causes of defects and influencing factors in construction projects have been used in the literature [25, 26, 28, 50, 58] . Table 3 presents the findings grouped by major causes and influencing factors. Origin and source are intimately related when it comes to defect occurrences. Whilst the origin is deemed to be the act by which a defect is generated, the source is considered to be the actor or the activity involved in the defect occurrence, including workmanship, design, management, machinery, material or lack of protection of already installed items [2, 65, 72, 73, 75] .
Previous studies have identified change, error, omission or damage as the origin of defects [33, 61, 69, 70] . Change is a directed action of modifying the currently defined requirements and may include the design, construction process, existing scope of contract, plans and specification or operational capability of the building. According to Love and Li [61] , changes in the design are responsible for 54% of the defects costs. Similarly, Fayek et al. [72] suggest that changes and reviews in design and engineering are responsible for 55% of the number of defects occurrences and 62% of the rework costs. Noteworthy, in both studies the cases analysed are facilities of highly complex engineering requirements such as offshore projects and mining facility. Therefore, it is reasonable to assume that changes in the design are more likely to occur.
The term error is understood as any activity or a building element which is designed, manufactured, performed or installed incorrectly, resulting in the mismatch of the previous requirements. Barber et al. [69] estimates that 50% of the defects resulted from design errors. Burati et al. [26] state that design errors originated 30% and 24% of defects' in new projects and retrofits, respectively. Similarly,
Silvestre and de Brito [31] claim that design errors are responsible for 60% of the anomalies in facades of buildings. With slightly different findings, Love and Li [61] and Josephson et al. [36] concluded that defects (55% of the recorded occurrences) originated from errors during the construction stage related to poor workmanship.
The term omission relates to an activity or a building element which has been left out during the design, the manufacturing or the construction process. According to Forcada et al. [33] , omission and workmanship are responsible for 42% of the origins and 64% of the sources of defects collected at the posthandover stage in the housing sector in Spain.
Finally, damage is defined as a physical harm affecting a building element in terms of usefulness or expected operational standards. Although this category does not stand as one of the most frequent origins of defects it still has an important contribution towards the resulting impacts of quality issues.
For instance, Forcada et al. [33] and Love and Li [61] suggest that damage is responsible for 18%
and 23% of defects, respectively, and are strictly related to workmanship and management.
In addition, Josephson and Hammarlund [37] suggest five other categories, including knowledge, information, motivation, stress and risk. The study suggests that 50% of defects were generated due to lack of motivation and manifested through forgetfulness and carelessness.
Atkinson [18] concluded that management, including poor formal communication and lack of closer supervision by site and design managers, is the most important source of defects, responsible for 63% of the defects. Similarly, other authors [59, 62, 71, 73, 81] claim that poor planning, poor supervision, inadequate inspection and checking procedures and lack of quality focus are the underlying factors of defects.
The relationship between defect occurrences and particular building characteristics has also been explored by previous studies. Sommerville and McCosh [50] , Pan and Thomas [41] and Sommerville et al. [52] identified a positive correlation between the number of defects and number of bedrooms in dwellings. However, the correlation between the floor area of the building and the number of defects in projects other than housing has not been confirmed by previous studies.
Pan and Thomas [41] and Forcada et al. [35] analysed the possible correlation between the number of defects and building type in the housing sector. Although both studies provided a positive correlation validated by statistical analysis their findings are different. Whilst Pan and Thomas [41] determined that the mean defects per dwelling are higher in houses (10.6) rather than in flats (6.88);
Forcada et al. [35] claim that the mean number of defects per flat (28.3) is higher than in detached houses (21) . The different findings might be explained by the distinct data collection methods used in the two studies. Pan and Thomas [41] used data collected by the construction company itself, while Forcada et al. [35] analysed data from occupant complaint forms.
Moreover, in regard to the correlation between the number of defects and the build method, Pan and
Thomas [41] found that the average number of defects reported in houses built using masonry methods (10.22) was lower than houses built using timber frame methods (11.26) . However, such a difference was observed not to be statistically significant.
Impact of quality defects on construction projects performance
The impact of quality defects on construction project performance can be synthesised in the following categories: (i) project cost; (ii) project programme; (iii) customer satisfaction; (iv) industry reputation;
and (v) health and safety. Table 4 provides a list of authors studying these relationships. The relationship between quality, project programme and cost has been the subject of extensive research. The cost associated with quality defects, i.e. the cost of rework, has been approached differently in previous research. While some studies solely determine the direct costs associated with defect rectification, such as extra material and workforce expenditures [25, 26, 36, 37, 59, 62, 65, 73, 74] , others combine the direct and the indirect costs, which also include costs such as overheads, accommodation and subsistence costs [30, 39, 55, 60, 61, 72, 78] . In addition, while some studies present the rework costs as a percentage of the projects' contract value [25, 39, 55, 59-62, 69, 73, 74, 78] , others calculate them as a percentage of the projects' construction costs [30, 36, 37, 65, 72] .
Love [60] studied 161 domestic and non-domestic Australian projects and concluded that the average direct and indirect costs of rework were, respectively, 6.4% and 5.62% of the projects original contract value, and contributed to 52% of the projects total cost growth. Similar results were found by Barber et al. [69] , who studied two non-domestic projects in the UK and concluded that the direct and indirect defects costs were 6.6% and 3.6% respectively. However, these costs would rise to 16% and 23% when adding the delay costs, such as contract delay fines. Josephson and Hammarlund [37] analysed the cost of rework in 6 domestic and non-domestic building projects in Sweden and concluded that defects direct costs can reach up to 9.4% of the production costs. When considering the construction errors only (not including rework caused by design changes), these costs contributed to cost overruns of 4.4% and schedule overruns of 7.1% [36] . Moreover, Oyewobi [74] compared costs overruns associated with non-residential new build and retrofit building projects and found that the new build projects presented higher correction costs (5.06%) than the retrofit projects (3.23%). Differing from previous studies, Hwang et al. [65] concluded that rework costs rarely influenced the overall cost increase in projects with contract values greater than $100 million. According to the authors, this might be explained by the fact that the large construction costs of these projects might make them relatively less sensitive to the direct rework costs.
Quality defects have also been identified as one of the causes for schedule overruns [36, 39, 78] . For instance, the 2015 UK Industry Performance Report [39] states that only 40% of the projects were completed on time, rework being one of the causes for the schedule overruns. Love and Edwards [78] suggest in a study undertaken in 161 construction projects in Australia that the mean schedule growth due to defects correction was 20.7%. Josephson et al. [36] suggest in a study of domestic and nondomestic projects in Sweden that the schedules overrun due to defects were 7.1%.
The relationship between quality defects, customer's satisfaction and industry reputation has also been acknowledged in previous research [15, 22, 32, 35, 39, 41, 50, 52, 55, 87] . Auchterlounie [22] found that 57% of 300 new UK houses studied partially failed or completely failed to meet the clients'
expectations. The main reasons for the customer's dissatisfaction were related to finishing and aesthetics defects rather than technical defects, such as roofing, services, etc., which were expected to be previously checked by professionals and inspected by the warranty provider. Other examples of quality defects not properly addressed are described in Forcada et al. [32, 35] . The authors identified defects recorded during handover which had not been appropriately rectified and consequently resulted in customer complaints. Differing from previous studies, Davis et al. [39] and Bresnen et al. [55] found that the majority of customers, 81% and 87% respectively, were satisfied or very satisfied
with the overall quality of the dwellings.
A smaller number of studies have also acknowledged a correlation between quality and health and safety. Hoonakker et al. [87] studied 208 contractors in the UK and concluded that in 71% of the cases the implementation of quality assurance procedures helped to improve on-site health and safety levels. Similarly, Wanberg et al. [68] studied 32 domestic and non-domestic projects in the US and concluded that the first-aid rate was positively correlated to the number of defects, suggesting that the lower the quality performance (i.e. the higher the number of defects), the higher the likelihood to experience health and safety incidents on-site. Love and Edwards [78] explained this relationship stating that as rework activities increase, safety may be compromised as the pressure to complete the project on time and in budget also increases.
Impact of quality defects on building thermal performance
Quality defects have also been acknowledged as having a negative impact on the buildings thermal performance resulting in a higher energy consumption. These defects can be grouped in three distinct categories: (i) design defects; (ii) implementation or workmanship defects during the construction stage; and (iii) lifetime defects. Table 5 provides the list of studies for each category and the most agreed findings. According to Zero Carbon Hub [11, 44] , during the design stage, there is a lack of focus and understanding on the implications of the design decisions on the building energy performance.
Uncertainty in setting design parameters can lead to design mistakes and inaccuracy of materials'
specification. This lack of awareness of the design team is likely to impact various aspects of the energy performance of buildings [82] . For instance, Palmer et al. [7] investigated the building project of 76 UK homes and concluded that the lack of literacy of the design team towards energy related aspects, added to an uncoordinated approach of the different design disciplines, resulted in nonintended thermal bridges and buildability issues which increased the air permeability of the buildings' envelope. Similarly, Hansford [38] states that the building physics are not widely nor fully understood by design professionals, resulting in inadequate design solutions and poor detailing. The author investigated external wall insulation retrofit projects undertaken in UK dwellings and confirmed that the occurrence of design defects resulted in thermal bridging. Wingfield et al. [47] studied 420 new homes in the UK and suggested that unrecognized heat loss mechanisms during the design stage (air leakage and thermal bridging through party walls and other construction cavities) undermined the expected building thermal performance. Other authors [7, 48, 51] suggest that there are also design defects related to the quality and accuracy of the information embedded in construction drawings and details which can result in incorrect interpretation and unnecessary amendments by the team working on-site. If not addressed with the right knowledge, these misunderstandings can result in faulty construction details which affect the expected building energy performance. Design changes have also been identified as a contributing factor. Palmer [7] , van Dronkelaar [82] and AECOM [8] agree that in both domestic and non-domestic sectors there is lack of a robust design change management system. The authors highlight that changes of specification are frequently motivated by value engineering, supplier's change or client's requests. Unfortunately, the impact of these changes on the original designed energy performance of the building is rarely assessed as part of the process.
According to AECOM [8] and Bordass et al. [53] , the in-use energy consumption of a building can be severely affected by the quality of its construction, mainly due to defects in the building's envelope and services. Johnston et al. [40] , for instance, measured the thermal properties of 25 new dwellings in the UK and concluded that the whole fabric U-value was 1.6 greater than predicted in the design stage, caused by discontinuity of the insulation panels, due to poor workmanship management.
Similarly, Bell et al. [13] found that the overall heat loss in 6 new-build dwellings in the UK was 54%
higher than predicted, even though high levels of insulation were used to minimize the space heating demand. The study also identified that the average air permeability measured was 133% higher than desired, contributing significantly to heat loss. Similarly, a study undertaken by Zero Carbon Hub [10] on 16 UK houses indicated the heat loss was higher than predicted in all the measured dwellings.
Both studies claimed that poor quality during the buildings fabric installation was the main reason for the thermal bridging, thermal bypass and air permeability causing unexpected heat loss rates.
Similarly, in the latest report on energy performance of social housing projects in the UK (28 housing development), the National Energy Foundation [5] found that 67% of the projects failed to achieve the intended thermal transmittance of the external walls, 89% did not meet the roof/ceiling U-values, and 54% of the cases failed to achieve the desired air tightness. The defects deemed responsible for this underperformance were related to lack of continuity of the insulation layers, thermal bridges and services penetrations in the fabric without effective sealing.
In an attempt to quantify the thermal conductivity losses caused by defects in the external wall insulation layer, Aissani et al. [2] assessed four common workmanship errors (groove, opening, crush and sheath passage) through experimental measurements under laboratory conditions and finite element modelling. The findings of the study suggested that flexible insulation materials (e.g. mineral wool) were more affected by defects than rigid panels and in those cases the thermal performance losses due to defects occurrences reached up to 40% in the measured zone (300 x 300mm).
Johnston et al. [42] compared the designed and in situ U-values obtained by heat flux measurements and co-heating tests in 3 dwellings in the UK and demonstrated that defects during the construction process affected the overall thermal performance. The most recurrent defects were lack of continuity of the insulation layer, gaps in the vapour and air control barriers and thermal bridging through window lintels. The findings of the study showed that the measured U-values of the fabric elements (i.e. external wall, ground floor and roof) deviate in different proportions from their relative designed targets, suggesting that different types of defects can be more or less harmful to the fabric's thermal performance.
In respect of the lifetime defects, Wingfield et al. [47] investigated 420 dwellings in the UK for over 6 years (from design to post-occupation evaluation) and established a correlation between the degradation of the buildings fabric overtime and the decline of the thermal performance of buildings.
The results showed that air permeability of the dwellings increased overtime, in some cases up to 30%. The reduction of the airtightness occurred due to drying, shrinkage and settlement mainly in the intermediate floor perimeters (sealing and barrier elements) but also in other constructions junctions (e.g. wall/windows interfaces), mostly in timber floors and on wooden elements (e.g. window sills).
Palmer et al. [7] studied 76 UK homes and the results highlighted the concerning practice of "plugging" gaps in the building fabric with sealant after the construction completion, instead of addressing the air permeability defects with a long term solution. Similarly, Kalamees [79] investigated 32 detached houses in Estonia and concluded that the utilisation of materials with different lifespans or inadequate interfaces contributed to increase air permeability overtime. As a consequence, the increase of the air penetration and decay of the vapour and air control barriers promoted moisture retention in the insulation layer, and thus an increased building fabric thermal transmittance [47, 82] .
Moreover, Aissani et al. [2] also claim that flexible insulating materials (e.g. mineral wool) tend to collapse over the years after installation when applied on a vertical surface. According to the study, a collapsed or crushed insulation panel at 0.5% of its total volume results in the loss of 12% of its initial performance.
Discussion
Within the context of energy and buildings, this paper provides a literature review of quality defects in the construction sector with the aim to identify those areas of knowledge that suggest the existence of a relationship between quality defects and poorer building thermal performance. The review combined the results of previous studies to establish the defect characteristics and attributes; major causes and influencing factors; their impact on construction project performance, and finally, the effect on the building thermal performance.
The review confirmed the negative effect that quality defects have on the buildings' thermal performance. However, the number of studies focused on this area is still limited and the specific defects affecting properties such as air tightness are not yet well established in terms of their attributes and possible causes. The review also demonstrated that there is an extensive body of research exploring construction quality, which findings suggest the existence of defects and possible causes that could have a direct impact on the thermal performance of the building. However, this relationship is not specifically addressed in the majority of studies. Wingfield [47] suggests that there is a "need for more extensive and real world research" in order to address proper measures to mitigate quality defects which undermine the ability of buildings to fulfil their in-use energy consumption expectations.
It is apparent from the previous studies that researchers and practitioners need to establish a standardised taxonomy for construction defects and their causes and origins to allow easier comparison between studies. The lack of methodology for defect classification has the potential to compromise the comparison of research findings or provide ambiguous results [21, 37, 58] . No specific taxonomy was observed in those studies investigating the defects affecting the building thermal performance. Instead, they use a more descriptive approach to define the specific defects and their impacts towards heat loss.
The review also showed that the methods used to gather quality defects data and the stage in the project when this data is collected, varied significantly between studies. The variety of methods and stakeholders involved in the collection process also introduces a certain level of uncertainty with regards to the data collected. As pointed out by some authors [22, 50, 52] , quality can be perceived differently between individuals (e.g. building occupants, trained professionals, contractors, building surveyors, and auditors) and therefore the data collection could be more orientated to one kind of defect (e.g. aesthetic and functional) and miss others (e.g. those less evident affecting the building performance).
The stage in the project when the data is collected is also of significant consideration, particularly when investigating those defects that might impact the building's thermal performance. Studies focusing on the handover and post-handover stages reported mostly aesthetic or functional defects, such as affected functionality of building elements, detachment, flatness and levelness issues, and surface appearance [20, 21, 32] . At this stage of the building completion, thermal performance defects (e.g. discontinuity of insulation layer or ruptures in the vapour barrier) cannot be easily identified with a visual inspection and require specialist tests (e.g. thermographic imaging or air tightness tests) [40, 43, 85] . Therefore, it is essential that these hidden defects (e.g. missing cavity closer) are promptly identified during the construction phase, when works can be observed before they are covered up or new works or trades start. At that point, the rework required is still possible and has a smaller impact on the project budget and schedule of works [23, 45, 70] than if the problem is covered, the building is finished and/or occupied. The most frequent defects related to thermal performance mentioned in the literature are poor installation of insulation elements, gaps in the building's fabric and thermal bridging through structural elements, manifesting themselves in the buildings' envelope. These were identified by studies specifically focused on the impact of defects on the building energy performance [2, 40, 75] . Interestingly, other studies included in the review, not specifically focused on energy related issues (e.g. [20, 21, 63] ) found that the most frequent defect types during the construction phase were incorrect installation and missing item, occurring most frequently in external walls, partitions, closure components (doors and windows), floors and roofs. Not being the focus of the studies, the link of these findings to the building thermal performance was not established, however they confirmed the recurrence of quality issues in the buildings envelope and fabric, which could indeed have an impact on the thermal performance. However, in those studies, this impact was overlooked.
In respect to the major causes leading to defects, the findings from both streams of studies (energy related defects and general defects) are similar. The findings suggest that the most frequent origin of defects are related to change, error, omission and damage occurring due to poor workmanship and design and inefficient management [17, 75, 83] . With the aim to reduce workmanship defects, construction companies should consider providing appropriate training to the trades to increase their awareness on the impact of the quality of their work on the building thermal performance, making use of photographic tools of those defects more likely to happen and how to avoid them. An example of this practice is the recently published Builders' Book by the Zero Carbon Hub [84] , which highlights key construction details that require special care and helps builders improve site processes to deliver better performing homes and reduce the risk of condensation and mould growth, excessive heat loss and failure to meet building regulations. With regards to improving design and management in order to achieve the predicted building energy performance, the addition of an Energy Champion in the project team should be considered. This stakeholder would be appointed to monitor the project progress to ensure ongoing compliance with the relevant energy performance targets, during the design and construction, handover and close out stages [11] .
The impact of quality defects on the building energy performance has been acknowledged in previous studies, mostly in relation to those defects affecting the thermal behaviour of the buildings' envelope which contributes to an increased heat loss [17, 82] . According to the reviewed studies the most recognised heat loss mechanisms are thermal bridging (e.g. high transmissivity of structural elements through the fabric), undesired increases of thermal transmittance (e.g. discontinuity of insulation layer) and unexpected air permeability (e.g. gaps in the air barrier) [7, 40, 43] . Each one of them are related to quality defects originating in the design and construction process or linked to the decay of the buildings' envelope properties overtime. Some studies claim that the diverse types of defects affect the thermal performance in different levels [42, 45] . However, there seems to be scarce information in terms of quantifying which type of defect has greater impact in the building energy use, both in relation to the actual contribution to heat loss and in respect to the frequency of occurrence in construction projects. In fact, at one end there are punctual studies aiming to quantify the heat loss caused by specific defects through simulation and modelling [2, 86] . At the other end, there are studies which determine the overall heat loss or the whole building air leakage [13, 79] . Further studies that investigate the information which lies between these two extremes is still required if appropriate preventive measures to avoid defects affecting the buildings' thermal performance are to be developed and implemented. As recommended by ISO 9001:2015 [88] , the prerequisite for a reliable and effective quality plan is to fully understand the type of non-conformances which may occur and prioritise the prevention of defects according to their impact on the designed performances of a project. Finally, efforts to avoid defects in construction projects are still required if the industry seeks to improve not only energy performance of the buildings, but also reduce costs, reduce delays, increase customer satisfaction and the overall industry reputation [7, 16, 73] .
Conclusion
This review has highlighted the importance of preventing quality defects if construction projects aim to achieve, at the operational phase, the building energy performance intended at the design phase. The review has also identified the shortage of studies and sufficient information to provide a full understanding of the defects origin mechanisms and their impacts on the energy consumption of buildings, which in turn allows the development of effective quality plans and preventive measures.
The review has identified areas of knowledge where more research is needed towards achieving the designed standards of thermal performance in buildings. The authors suggest that future research should seek to explore the following topics:
 Defect classification system which provides a methodology for defect identification and collection, allowing the comparison of results from distinct studies in terms of type of defects and their frequencies. This area of research should also aim to promote the development of defect taxonomy, determining the defects' origin and sources, which in turn would aid the development of quality management programmes and the most needed upskilling of the design teams and on-site workforce.
 Quantification of frequency of occurrence and the impact of different types of defects on the building's heat loss (through simulation/modelling and through real life case studies). The results should allow the development of quality management programmes which prioritise the mitigation of certain defects rather than others based on their potential to impair the thermal performance of buildings.
In addition, future investigations should also explore ways to increase energy performance awareness amongst clients, project teams and workforce. The inclusion of energy performance indicators among the other project indicators or the deployment of an energy champion in the project team is pivotal to trigger the proper measures to tackle the lack of literacy during the design process, increase the frequency of the monitoring of these energy performance criteria, and ultimately improve the quality of workmanship.
